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ADDENDUM #1 
 
 
Date:  14 July 2006 
 
To:   Contractors 
 
From:  Jim Russell, Project Manager, DFCM 
 
Reference:  Department of Corrections 

Generator Upgrade Orange Street Community Corrections Center 
   DFCM Project No. 03242120 
 
Subject:  Addendum No. 1 
 
Pages  Addendum   1 page 
  Engineers Addendum  1 page 
                                    Specifications            49 Pages 
  Revised Plan EG001           1 Page  
  Total             52 pages 
 
 
Note: This Addendum shall be included as part of the Contract Documents.  Items in this 
Addendum apply to all drawings and specification sections whether referenced or not involving 
the portion of the work added, deleted, modified, or otherwise addressed in the Addendum.  
Acknowledge receipt of this Addendum in the space provided on the Bid Form.  Failure to do so 
may subject the Bidder to disqualification. 
 

1.1 GENERAL 
 
1.1.1 All Fuel for the Generator Shall be provided by the Owner 

 
1.1.2 The Specifications have been revised to include the items in the Engineers 

Addendum and to include the specifications for the fence. 
 
End of Addendum 



     

 

 

 

 

 

 

S A L T  L A K E    S T .  G E O R G E    L A S  V E G A S    P H O E N I X  

BNA Consulting, Inc. 
635 South State Street 
Salt Lake City, Utah 84111 
P 801.532.2196 
F 801.532.2305 
www.bnaconsulting.com 

MemorandumMemorandumMemorandumMemorandum    

To: Jim Russell 
 DFCM 
 
From: Frank G. Knaus 

Date: 14 July 2006 

Re: DFCM Orange Street Generator 

Please issue the following in the next addendum. 
 
DRAWINGS: 
 
Drawing EG001: 
1. Diagram X001 

a. Change the fence height from 7’-0” to 6’-0”. 
2. One Line Diagram 

a. Add the following to the general note “DOWN TIME WILL NOT BE REQUIRED 
TO BE EVENINGS OR WEEKENDS.” 

 
Drawing ES101: 
1. Add the following to Sheet Keynote #11; “WORK NOT TO EXCEED 7-DAYS. 

EXISTING FENCE POSTS MAY BE CUT OFF AT GRADE.” 
 
SPECIFICATIONS: 
 
Section 16420: 
1. On page one, delete the requirement to provide transient voltage surge suppressors 

on the service entrance switchboard. 
 
 
 






































































































